CSP 2020-A001
The Lane Johnson Athletic Performance Center Remodel

CSP ADDENDUM NO. 2 - QUESTIONS AND ANSWERS

To All Potential Bidders:

This addendum is issued to modify the previously issued bid document and/or given for informational purposes, and is hereby made a part of the bid documents. Please attach this addendum to the documents in your possession. The original CSP Documents remain in full force and effect, except as modified by this Addendum, which is hereby made part of the CSP. Respondents shall take this Addendum into consideration when preparing and submitting its Proposal.

QUESTION/ANSWERS – submitted by email

1. Received this RFI from an HVAC Sub;
   *Are they calling for Spiral or can we use Green Seam locking pipe with self-sealing and locking seams and is good for up to 4 inches SP?*
   
   **A.** Spiral Duct is not required. Ductwork shall comply with note #13 on M0.0
   
   ALL DUCTWORK SHALL BE G-90 GALVANIZED SHEET METAL AND SHALL COMPLY WITH THE
   LATEST EDITION OF SMACNA LOW PRESSURE +/- 2” W.G. DUCT CONSTRUCTION STANDARDS
   UNLESS NOTED OTHERWISE.

2. In the specs they call out mirrors and toilet paper dispensers, but on the elevations, it calls out for existing mirrors to be lowered? Are we reusing the current mirrors and toilet paper dispensers or providing new according to specs?

   **A.** Lower existing mirrors, soap dispensers, and towel dispensers as indicated on drawings. New toilet paper dispensers are not required.

3. Also, there are no grab bars in the specs but there are grab bars shown on the elevations. Are those to be included?

   **A.** Provide new grab bars where indicated on drawings.

4. Please provide product Specifications on Floor Type “B” RUBBER FLOOR MAT?

   **A.** Provide Guardian 2’x2’x3/8” Rubber Puzzle Mats at Room 101 with flooring transition strips at doors. Color as selected by Owner.